te-2-ky-crit-equip.xls

CRITICAL FREQ QNTY. GUIDE NUMBER EQUIP NUMBER DESCRIPTION

A-1l 1w 1A-1 RM 100 AIR DRYER, REFRIGERATED

A-1 1w 2/a-1 RM B307 AIR DRYER, REFRIGERATED

A-1l 1w 3A-1 COMPS COMPUTER ROOM AIR DRYER, REFRIGERATED

A-1 1w 4/a-1 COMPS COMPUTER ROOM AIR DRYER, REFRIGERATED

A-1l 1w 5Aa-1 SHOP AREA AIR DRYER, REFRIGERATED

A-2 1w 1a-2 MSU | A/C UNITARY ROOF-TOP (HEAT-COOL) BRYANT 15 TON
CCC1 1w 1Aa-2 CHILD CARE CENTER ROOF | HVAC UNIT ROOFTOP\GAS HEAT

Cccc2 1w 2|a-2 CHILD CARE CENTER ROOF | HVAC UNIT ROOFTOP\GAS HEAT

CCC3 1w 3Aa-2 CHILD CARE CENTER ROOF | HVAC UNIT ROOFTOP\GAS HEAT

A4 1w 1Aa-4 RM B307 | ATR COMPRESSOR - INGERSOL-RAND
A-4 1w 2 A-4 RM B307 | AIR COMPRESSOR - DEVILBISS 1.5 HP
A4 1w 3|a-4 RM 100 | ATR COMPRESSOR - QUINCY 10 HP

A-4 1w 4/n-4 RM 103G | AIR COMPRESSOR - WAYNE 10 HP

A4 1w 5/Aa-4 RM 116 | ATR COMPRESSOR - INGERSOL-RAND 25 HP
A-4 1w 6 A-4 COMPS 1 (RM 700K) | AIR COMPRESSOR - CURTIS 10 HP

A-4 iw 7 A-4 COMPS 2 (RM 700K) | AIR COMPRESSOR - CURTIS 10 HP

A-4 1w 8/ A-4 AREA 8 | AIR COMPRESSOR - DEVILBISS 1.5 HP
A4 1w 9|a-4 RM 116 REPAIR SHOP | ATR COMPRESSOR - DEVILBISS 1.5 HP
CRAC 8-13 1D 1/A-5 AREA 13 | AIC MACHINE PACKAGE UNIT

CRAC 9-13 1D 2|a-5 AREA 13 | A/IC MACHINE PACKAGE UNIT

CRAC 10-13 1D 3/A-5 AREA 13 | AIC MACHINE PACKAGE UNIT

CRAC 11-13 1D 4|a-5 AREA 13 | A/IC MACHINE PACKAGE UNIT

CRAC 1-1 1D 5Aa-5 AREA 1 | AIC MACHINE PACKAGE UNIT

CRAC 1-2 1D 6/A-5 AREA 1 | A/IC MACHINE PACKAGE UNIT UNDER 10T
MCQUAY 15-1 1D 1/A-5 AREA 1 | AIC MACHINE PACKAGE UNIT

MCQUAY 11-6 1D 2|a-5 AREA 6 | A/IC MACHINE PACKAGE UNIT

MCQUAY 1-5 1D 3/A-5 AREAS5 | AIC MACHINE PACKAGE UNIT

MCQUAY 1-9 1D 4/a-5 AREA 9 | A/IC MACHINE PACKAGE UNIT

MCQUAY 2-12 1D 5Aa-5 AREA 1B | AIC MACHINE PACKAGE UNIT

MCQUAY 1-11 1D 6/A-5 AREA 11 | A/IC MACHINE PACKAGE UNIT

MCQUAY 14-3 1D 7/ A-5 AREA 3 | AIC MACHINE PACKAGE UNIT

LIEBERT 4 1D 1Aa-7 RM 603 | A/C MACHINE PACKAGE UNIT - 15 TON
LIEBERT 5 1D 2A-7 RM 603 | A/C MACHINE PACKAGE UNIT - 15 TON
LIEBERT 6 1D 3|a-7 RM 603 | A/C MACHINE PACKAGE UNIT - 15 TON
EDPAC 14 1D 6 A-7 RM B314 CDC | A/C MACHINE PACKAGE UNIT - 20 TON
EDPAC 17 1D 9|a-7 RM B314 CDC | A/C MACHINE PACKAGE UNIT - 20 TON
EDPAC 18 1D 10|a-7 RM B313 SCRS | A/C MACHINE PACKAGE UNIT - 20 TON
EDPAC 19 1D 11)a-7 RM B313 SCRS | A/C MACHINE PACKAGE UNIT - 20 TON
EDPAC 20 1D 12|a-7 RM B313 SCRS | A/C MACHINE PACKAGE UNIT - 20 TON
EDPAC 21 1D 13/a-7 RM B313 SCRS | A/C MACHINE PACKAGE UNIT - 20 TON
EDPAC 22 1D 14|a-7 RM B313 SCRS | A/C MACHINE PACKAGE UNIT - 20 TON
EDPAC 23 1D 15/a-7 RM B313 SCRS | A/C MACHINE PACKAGE UNIT - 20 TON
EDPAC 24 1D 16|A-7 RM B313 SCRS | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 25 1D 17|a-7 RM B313 SCRS | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 26 1D 18 A-7 RM B313 SCRS | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 27 1D 19/a-7 RM B313 SCRS | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 28 1D 20 A-7 RM B313 SCRS | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 29 1D 21|a-7 RM B313 SCRS | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 30 1D 22|A-7 RM B313 SCRS | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 31 1D 23|a-7 TAPE LIBRARY RM B314B | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 32 1D 24 \A-7 LASER PRINT ROOM B314A | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 33 1D 25|a-7 LASER PRINT ROOM B314A | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 34 1D 26 A-7 LASER PRINT ROOM B314A | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 35 1D 27|a-7 AREA 11 | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 36 1D 28/ a-7 AREA 11 | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 37 1D 29|a-7 AREA 4 | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 38 1D 30A-7 AREA 4 | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 39 1D 31|a-7 RM 604 | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 39A 1D 32 a-7 RM 604 | A/C MACHINE PACKAGE UNIT - 20 TON
LIEBERT 40 1D 33|a-7 RM 604 | A/C MACHINE PACKAGE UNIT - 20 TON
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LIEBERT 42 1D 34/A-7 AREA 6 | A/C MACHINE PACKAGE UNIT - 20 TON

LIEBERT 43 1D 35|a-7 AREA 6 | A/C MACHINE PACKAGE UNIT - 20 TON

LIEBERT 44 1D 36 A-7 AREA 1 | A/C MACHINE PACKAGE UNIT - 20 TON

LIEBERT 45 1D 37/ a-7 RM 903 | A/IC MACHINE PACKAGE UNIT - 20 TON

LIEBERT 46 1D 38/A-7 RM 903 | A/C MACHINE PACKAGE UNIT - 20 TON

LIEBERT 47 1D 39 Aa-7 RM 903 | A/IC MACHINE PACKAGE UNIT - 20 TON

LIEBERT 48 1D 40 A-7 RM B314 | A/C MACHINE PACKAGE UNIT - 20 TON

LIEBERT 49 1D 41 A-7 RM B314 | A/IC MACHINE PACKAGE UNIT - 20 TON

LIEBERT 50 1D 42/A-7 RM B314 | A/C MACHINE PACKAGE UNIT - 20 TON

COMPS A/IC 1D 43|a-7 RM 700K | A/C MACHINE PACKAGE UNIT - 22.5 TON

A-8 1w 1a-8 GATEHOUSE 1 | A/C WINDOW UNIT-FEDDERS-18,000 BTU

A-8 1w 2|A-8 GATEHOUSE 2 | A/C WINDOW UNIT-FEDDERS-18,000 BTU

A-8 1w 3/A-8 GATEHOUSE 3 | A/C WINDOW UNIT-FEDDERS-18,000 BTU

A-8 1w 4/a-8 GATEHOUSE 4 | A/C WINDOW UNIT-FEDDERS-23,000BTU W/ ELCT HTG
A-8 1w 5A-8 GATEHOUSE 5 | A/C WINDOW UNIT-FEDDERS-23,000BTU W/ ELCT HTG
A-8 1w 6/A-8 CAFETERIA OFFICE | A/C WINDOW UNIT-FEDDERS-12,000 BTU

A-8 1w 7 A-8 RM 203 | A/C WINDOW UNIT-FEDDERS-18,000 BTU

A-8 1w 8|A-8 DOCK GATEHOUSE | A/C WINDOW UNIT-FEDDERS-18,000 BTU

A-8 1w 9 A-8 VISITORS LOT GATEHOUSE | A/C WINDOW UNIT-FEDDERS-18,000 BTU

ROOM 201A 1w 1A-10 SECURITY CONTROL CENTER | HEAT PUMP-BRYANT 5 TON

MAIL & TRANS 1w 1a-10 ROOMS 803,803A,804,803B | HEAT PUMP-BRYANT 5 TON

A-11 1D 1Aa-11 EAST LOBBY | AIR HANDLER UNIT-MCQUAY 3,600 CFM

A-11 1D 2/A-11 CENTER LOBBY | AIR HANDLER UNIT-MCQUAY 3,600 CFM

A-11 1D 3|a-11 WEST LOBBY | AIR HANDLER UNIT-MCQUAY 3,600 CFM

A-11 iD 4/Aa-11 UPS A/C RM B308 | AIR HANDLER UNIT-TRANE 4,000 CFM

A-11 1D 5/A-11 UPS A/C RM B307 | AIR HANDLER UNIT-TRANE 4,000 CFM

AHU 7-10 1D 6/A-11 RM 1002A | AIR HANDLER UNIT 12,300 CFM

AHU 8-1 1D 7|a-11 RM 101 | AIR HANDLER UNIT 11,000 CFM

AHU 9-2 1D 8/A-11 RM 600A | AIR HANDLER UNIT 13,900 CFM

AHU 12-3 1D 9|a-11 RM 303 | AIR HANDLER UNIT 7,350 CFM

AHU 1-3 1D 10/a-11 RM 300F | AIR HANDLER UNIT 15,310 CFM

AHU 2-3 1D 11/a-11 RM 303 | AIR HANDLER UNIT 24,300 CFM

AHU 3-4 1D 12/a-11 RM 402 | AIR HANDLER UNIT 16,700 CFM

AHU 4-4 1D 13/a-11 RM 409 | AIR HANDLER UNIT 16,700 CFM

AHU 5-11 1D 14/a-11 RM 1002A | AIR HANDLER UNIT 20,700 CFM

AHU 6-5 1D 15/A-11 RM 600A | AIR HANDLER UNIT 26,800 CFM

AHU 10-6 1D 16/a-11 RM 600A | AIR HANDLER UNIT 20,800 CFM

AHU 11-9 1D 17|a-11 RM 1002A | AIR HANDLER UNIT 16,500 CFM

AHU 13-3/4 iD 18|a-11 RM 402 | AIR HANDLER UNIT 23,880 CFM

AHU 14-1 1D 19/a-11 RM 116 | AIR HANDLER UNIT 15,560 CFM

AHU 15-2 1D 20|A-11 RM 200F | AIR HANDLER UNIT 21,000 CFM

AHU 16 1D 21|a-11 MEZZ 700C | AIR HANDLER UNIT 25,600 CFM

AHU 18 1D 22|a-11 WAREHOUSE | AIR HANDLER UNIT 20,700 CFM

NAHU 1D 23|A-11 RM B100 | AIR HANDLER UNIT 30,001 TO 50,000 CFM
SAHU 1D 24/A-11 RM B307 | AIR HANDLER UNIT 30,001 TO 50,000 CFM

AHU 21 1D 25/a-11 RM 103 | AIR HANDLER UNIT 30,000 CFM

AHU 22 1D 26/A-11 RM B212 | AIR HANDLER UNIT 35,000 CFM

AHU 17 1D 27|a-11 MEZZ 700C | AIR HANDLER UNIT 45,000 CFM

AHU 1-15 1D 28|A-11 CENTRAL PLANT BATTERY ROOM | AIR HANDLER UNIT-TRANE 4,000 CFM

AHU 2-15 1D 29|A-11 CENTRAL PLANT BATTERY ROOM | AIR HANDLER UNIT-TRANE 4,000 CFM

LIEBERT 4 1D 1a-12 RM 603 | HALSTEAD MITCHALL GLYCOL COOLER 20-40 TONS
LIEBERT 5 1D 2|a-12 RM 603 | HALSTEAD MITCHALL GLYCOL COOLER 20-40 TONS
LIEBERT 6 1D 3|A-12 RM 603 | HALSTEAD MITCHALL GLYCOL COOLER 20-40 TONS
EDPAC 14 1D 6|A-12 B314 | HALSTEAD MITCHALL GLYCOL COOLER 20-40 TONS
EDPAC 17 1D 9A-12 B314 | HALSTEAD MITCHALL GLYCOL COOLER 20-40 TONS
EDPAC 18 1D 10|a-12 B313 | HALSTEAD MITCHALL GLYCOL COOLER 20-40 TONS
EDPAC 19 1D 11|a-12 B313 | HALSTEAD MITCHALL GLYCOL COOLER 20-40 TONS
EDPAC 20 1D 12|a-12 B313 | HALSTEAD MITCHALL GLYCOL COOLER 20-40 TONS
EDPAC 21 1D 13/a-12 B313 | HALSTEAD MITCHALL GLYCOL COOLER 20-40 TONS
EDPAC 22 1D 14/a-12 B313 | HALSTEAD MITCHALL GLYCOL COOLER 20-40 TONS
EDPAC 23 1D 15a-12 B313 | HALSTEAD MITCHALL GLYCOL COOLER 20-40 TONS
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EDPAC 24 1D 16a-12 B313 | HALSTEAD MITCHALL GLYCOL COOLER 20-40 TONS
LIEBERT 25 1D 17 a-12 B313 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 26 1D 18 a-12 B313 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 27 1D 19 Aa-12 B313 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 28 1D 20A-12 B313 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 29 1D 21A-12 B313 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 30 1D 22/a-12 B313 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 31 1D 23/a-12 B314B | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 32 1D 24/A-12 B314A | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 33 1D 25/A-12 B314A | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 34 1D 26/A-12 B314A | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 35 1D 27|A-12 AREA 11 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 36 1D 28|a-12 AREA 11 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 37 1D 29a-12 AREA 4 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 38 1D 30A-12 AREA 4 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 39 1D 31a-12 RM 604 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 39A 1D 32|a-12 RM 604 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 40 1D 33/a-12 RM 604 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 42 1D 34/a-12 AREA 6 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 43 1D 35A-12 AREA 6 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 44 1D 36/A-12 AREA 1 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 45 1D 37)a-12 RM 903 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 46 1D 38/a-12 RM 903 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 47 1D 39a-12 RM 903 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 48 1D 40|A-12 RM B314 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 49 1D 41 n-12 RM B314 | LIEBERT GLYCOL COOLER 20 TON

LIEBERT 50 1D 42|a-12 RM B314 | LIEBERT GLYCOL COOLER 20 TON

COMPS AIC 1D 43/a-12 RM 700K | HALSTEAD MITCHELL GLYCOL COOLER

B-1 1D 1/B-1 RM 103G | BATTERY CHARGER-ONAN 6 AMP

BOILER 1 1D 1/B-2 RM 100 | BOILER (COAL, OIL, GAS)-N.AMERICAN

BOILER 2 1D 2/B-2 RM 100 | BOILER (COAL, OIL, GAS)-N.AMERICAN

BOILER 4 1D 3/B-2 RM 100 | BOILER (KITCHEN)

BOILER 1 1D 1/B-3 RM 100 | BOILER (COAL, OIL, GAS)-N.AMERICAN

BOILER 2 1D 2/B-3 RM 100 | BOILER (COAL, OIL, GAS)-N.AMERICAN

BOILER 4 1D 3/B-3 RM 100 | BOILER (KITCHEN)

BOILER 1 1D 1/B-6 RM 100 | BURNER INSTRUMENTS/CONTROLS-FYR-EYE

BOILER 2 1D 2/B-6 RM 100 | BURNER INSTRUMENTS/CONTROLS-FYR-EYE

BOILER 4 1D 4B-6 RM 100 | BURNER INSTRUMENTS/CONTROLS-FYR-EYE

A TOWER 2D 1c-9 A TOWER | COOLING TOWER-BAC 900T,3CELL,3FANS, 40HP

B TOWER 2D 2.c-9 CENTRAL PLANT | COOLING TOWER-BAC 600T,2CELL,2FANS, 40HP

A TOWER 2D 1/c-10 A TOWER | COOLING TOWER-BAC 900T,3CELL,3FANS, 40HP

B TOWER 2D 2/c-10 CENTRAL PLANT | COOLING TOWER-BAC 600T,2CELL,2FANS, 40HP
E20 M 1-6/ E-20 RM 103F | INDUCTION DISC OVER CURRENT RELAY-GENERAL ELECTRIC
E-25 M 1/E-25 RM B100 | GROUND FAULT TYPE TRANSFORMER RELAY

E-25 M 2|E-25 RM B100 | GROUND FAULT TYPE TRANSFORMER RELAY

E-27 M 1E-27 | L/V POWER CIRCUIT BREAKER (OVER 50 AMPS)

E-29 M 1E-29 TVA | HIGH VOLTAGE OIL CIRCUIT BREAKER

E-30 M 1/E-30 RM 103F | SWITCH BOARD PER CUBICLE (600 AMP OR LARGER)
E-30 M 2/E-30 RM 403A | SWITCH BOARD PER CUBICLE (600 AMP OR LARGER)
E-32 M 1-3 E-32 TVA | HV NETWORK/POWER TRANSFORMER (OIL FILL)
E-32 M 4-5/E-32 TVB | HV NETWORK/POWER TRANSFORMER (OIL FILL)
E034 M 1/E-34 RM 103F | DISCONNECT ISOLATING SWITCH 600 V & ABOVE
E-35 Y 1/E-35 RM 101 | MOTOR CONTROL CTR UNDER 100HP - CONTINENTAL
E-35 M 2 E-35 RM 100 | MOTOR CONTROL CTR UNDER 100HP - CONTINENTAL
E-35 Y 3 E-35 RM B307 | MOTOR CONTROL CTR UNDER 100HP - CONTINENTAL
E-35 M 4 E-35 RM 116 | MOTOR CONTROL CTR UNDER 100HP - CONTINENTAL
E-35 1M 5E-35 RM B101 | MOTOR CONTROL CTR UNDER 100HP - CONTINENTAL
E-36 M 1/E-36 NSGR | AUTOMATIC TRANSFER SWITCH

E-36 M 2|E-36 NSGR | AUTOMATIC TRANSFER SWITCH

E-41 M 1/E-41 RM 103G | EMERGENCY GENERATOR (DIESEL)-ONAN

E-42 1M 1/E-42 RM 103G | EMERGENCY GENERATOR (ELCT)-ONAN GENERATOR
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E-43 M 1-4/ E-43 RM 103G | LEAD ACID BATTERY (PER CELL)

E-43 M 1-4 E-43 AREA 1 BLDG B-1 | LEAD ACID BATTERY (PER CELL)

E-43 M 1-4/ E-43 AREA 1 BLDG B-2 | LEAD ACID BATTERY (PER CELL)

E-43 M 5-8/E-43 RM B212 | LEAD ACID BATTERY (PER CELL)

ELECT/MECH 5W/2C E-59 CENTRAL PLANT PILLAR UPS #7

ELECT/MECH 5Wr2C E-59 CENTRAL PLANT PILLAR UPS #8

ELECT/MECH 5W/2C E-59 CENTRAL PLANT PILLAR UPS #9

COWP 1 M E-51 RM 101 | MOTOR STARTERS 25-100HP - WESTINHOUSE

COWP 2 Y E-51 RM 101 | MOTOR STARTERS 25-100HP - WESTINHOUSE

E-57 M 1-2 E-57 RM B308 | L/V DRY TYPE TRANSFORMER (600 VOLTS AND UNDER)
F-39 Y 1/F-39 ROOF OVER AREA 2 | KITCHEN RANGE EXHAUST FAN (CAFETERIA)TRANE

H-1 1D 1/H-1 RM 100 | HOT WATER CONV (STEAM)865 GAL CAP 2940 CF STM PH
H-1 1D 2H-1 RM 100 | HOT WATER CONV (STEAM)392 GAL CAP 1200 CF STM PH
H-2 1D 1lH-2 CHILD CARE CENTER | HOT WATER HEATER-GAS-180 GALLON

CHILLED WATER 1 M P-4 RM 101 | PUMP,CENTRIFUGAL 1-25 HP-CHILLED WATER MAIN SYSTEM
CHILLED WATER 2 M P-4 RM 101 | PUMP,CENTRIFUGAL 1-25 HP-CHILLED WATER MAIN SYSTEM
REHEAT 5 M P-4 RM 100 | PUMP,CENTRIFUGAL 1-25 HP-HEATING SYSTEM

REHEAT 6 M P-4 RM 100 | PUMP,CENTRIFUGAL 1-25 HP-HEATING SYSTEM
WAREHOUSE 7 M P-4 RM 100 | PUMP,CENTRIFUGAL 1-25 HP-GENERAL HEATING SYSTEM
WAREHOUSE 8 M P-4 RM 100 | PUMP,CENTRIFUGAL 1-25 HP-GENERAL HEATING SYSTEM
RAD PUMP 1 M P-4 RM B308 | RADIANT BASEBOARD HEATING - 1-25 HP

RAD PUMP 2 M P-4 RM B308 | RADIANT BASEBOARD HEATING - 1-25 HP

PROCESS M P-4 RM 100 | PUMP,CENTRIFUGAL 1-25 HP-GENERAL HEATING SYSTEM
BFP 1 M P-4 RM 100 | PUMP,CENTRIFUGAL 1-25 HP-BOILER FEED PUMP

BPF 2 M P-4 RM 100 | PUMP,CENTRIFUGAL 1-25 HP-BOILER FEED PUMP

BPF 3 M P-4 RM 100 | PUMP,CENTRIFUGAL 1-25 HP-BOILER FEED PUMP

BPF 4 M P-4 RM 100 | PUMP,CENTRIFUGAL 1-25 HP-BOILER FEED PUMP

BPF 5 M P-4 RM 100 | PUMP,CENTRIFUGAL 1-25 HP-BOILER FEED PUMP

CWP 19 M P-4 RM 103 | PUMP,CENTRIFUGAL 1-25 HP-BOOSTER PUMP AHU 21
CWP 20 M P-4 RM 700C | PUMP,CENTRIFUGAL 1-25 HP-BOOSTER PUMP AHU 16-17
HWP 20 M P-4 RM 700C | PUMP,CENTRIFUGAL 1-25 HP-BOOSTER PUMP AHU 16-17
HWP 23 M P-4 WAREHOUSE | PUMP,CENTRIFUGAL 1-25 HP-BOOSTER FOR AHU 18
CHILLED WATER 1 M P-4 RM 101 | PUMP,CENTRIFUGAL 25-100HP-CHILLED WATER MAIN
COND WATER 1 M P-4 RM 101 | PUMP,CENTRIFUGAL 25 -100HP-CONDENSING WATER MAIN
COND WATER 2 Y P-4 RM 101 | PUMP,CENTRIFUGAL 25 -100HP-CONDENSING WATER MAIN
COND WATER 3 M P-4 CENTRAL PLANT | PUMP,CENTRIFUGAL 25 -100HP-CONDENSING WATER MAIN
COND WATER 4 1M P-4 CENTRAL PALNT | PUMP,CENTRIFUGAL 25 -100HP-CONDENSING WATER MAIN
FREE COOLING PUMP 1 |1M P-4 CENTRAL PLANT | ELECTRIC MOTOR-BALDOR MOTORS 40 HP

FREE COOLING PUMP 2 |1M P-4 CENTRAL PLANT | ELECTRIC MOTOR-BALDOR MOTORS 40 HP

HEAT COIL 1 M P-4 RM B306 | PUMP,CENTRIFUGAL 25 -100HP-BLDG B HEATING COIL
HEAT COIL 2 1M P-4 RM B306 | PUMP,CENTRIFUGAL 25 -100HP-BLDG B HEATING COIL
CHILLED WATER M P-4 RM B101 | PUMP,CENTRIFUGAL 25-100HP-CHILLED WATER BOOSTER
CHILLED WATER 1 M P-4 CENTRAL PLANT | PUMP,CENTRIFUGAL 25-100HP-CHILLED WATER

CHILLED WATER 2 M P-4 CENTRAL PLANT | PUMP,CENTRIFUGAL 25-100HP-CHILLED WATER

DRY COOLER 4 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 5 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 6 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 10 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 14 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 17 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 18 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 19 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 20 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 21 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 22 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 23 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 24 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 25 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 26 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 27 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 28 1M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP
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DRY COOLER 29 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 30 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 31 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 32 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 33 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 34-1 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 34-2 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 35 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 36 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 37 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 38 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 39 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 40 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 42 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 43 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 44 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 45 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 46 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 47 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 48 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 49 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER 50 M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER-COMPS 1 |1M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

DRY COOLER-COMPS 2 |1M P-4 ROOF | PUMP,CENTRIFIGUAL 1-25HP

CHILLER 4 2D R-5 CENTRAL PLANT YORK | REFRIGERATION MACHINE-350 TON CENTRIFUGAL R-123A
CHILLER 5 2D R-5 CENTRAL PLANT YORK | REFRIGERATION MACHINE-350 TON CENTRIFUGAL R-123A
CHILLER 3 2D R-5 RM 101 TRANE CENTR-VAC | REFRIGERATION MACHINE-464 TON CENTRIFUGAL R-123A
CHILLER 1 2D R-7 RM 101 R-22 | REFRIGERATION MACHINE-300 TON-SCREW TYPE R-22
CHILLER 2 2D R-7 RM 101 R-22 | REFRIGERATION MACHINE-300 TON-SCREW TYPE R-22
CHILLER 1 2D R-8 RM 101 TRANE | REFRIGERATION CONTROL PANEL (EACH UNIT)
CHILLER 2 2D R-8 RM 101 TRANE | REFRIGERATION CONTROL PANEL (EACH UNIT)
CHILLER 3 2D R-8 RM 101 TRANE | REFRIGERATION CONTROL PANEL (EACH UNIT)
CHILLER 4 2D R-8 CENTRAL PLANT YORK | REFRIGERATION CONTROL PANEL (EACH UNIT)
CHILLER 5 2D R-8 CENTRAL PLANT YORK | REFRIGERATION CONTROL PANEL (EACH UNIT)

S-7 1w s-7 RM B307 | SuMP PUMP - DAYTON 1.5 HP

S-7 1w 5-7 RM B307 | SuMP PUMP - DAYTON 1.5 HP

S-7 1w 5-7 AREA 1 | suMpP PUMP

S-7 1w 5-7 AREA 1 | suMP PUMP

S-7 1w 5-7 AREA 6 | suMpP PUMP

S-7 1w 5-7 AREA 6 | suMP PUMP

S-7 1w 5-7 AREA 7 | suMp PUMP

S-7 1w 5-7 AREA 7 | suMP PUMP

S-7 1w 5-7 AREA 13 | suMpP PUMP

S-7 1w 5-7 AREA 13 | suMpP PUMP

S-7 1w 5-7 SCRS | suMP PUMP

S-7 1w 5-7 SCRS | SuMP PUMP
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